6”

three inches = one foot

one foot

one and one half inches
6”

0

one incb = one foot
6

three quarters inch = one foot
6"

one half inch = one foot

one foot

three eighths inch

one foot

one quarter inch

NOTES:
(THIS SHEET ONLY)

REINSTALL EXISTING FAN COIL AND WALL MOUNTED THERMOSTAT AS
SHOWN IN THIS PLAN AND IN FAN COIL UNIT PIPING DETAIL.
COORDINATE NEW COOLING COIL CONDENSATE DRAIN WITH
CONDENSATE DRAIN PIPING MODIFICATIONS SHOWN ON PLUMBING
DRAWINGS.

PROVIDE NEW ISOLATION VALVES, CONTROL VALVES, STRAINER AND
BALANCING VALVES FOR RELOCATED FAN COIL UNITS.

INSTALL NEW FAN COIL UNITS COORDINATE CONDENSATE DRAIN WITH
CONDENSATE DRAIN MODIFICATION SHOWN ON PLUMBING SHEETS.

@ PIPING EXPANSION JOINT. SEE HORIZONTAL PIPE ISOLATION ON SHEET
M504.
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one eighth inch = one foot
4

0

ENLARGED FLOOR PLAN ENLARGED FLOOR PLAN
3RD FLOOR STAIRS — MECHANICAL 4TH FLOOR STAIRS — MECHANICAL
SCALE: 1/4" = 10" % SCALE: 1/4" = 1'-0" 0 2 5 8
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